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CASE NARRATIVE / METHOD CONFORMANCE SUMMARY

0502003 Four Winds Community CenterProject:

Narragansett IndiansClient:

E307R52Report No:

61 Louisa Viens Drive

Dayville, CT  06241

Fax: 860-774-2689

Phone: 860-774-6814

Toll-Free: 800-334-0103

This report is incomplete unless all pages indicated in the pagination at the bottom of the page are included, 

along with a copy of the chain of custody and any subcontracted analyses reports, if applicable, for the 

sample(s) in this report.  Subcontractor results are identified by 'SUB' next to the analysis.

Premier Laboratory, Inc received two samples from Narragansett Indians on 07/31/2013.  The samples were 

analyzed for the following list of analyses in accordance with EPA regulations unless otherwise indicated:

RI Volatiles by 524.2. in DW TC & Physical

524.2 1604[1604], SM 4500-H+B, SM2120B, SM2130B, 

SM2150B

Total Residual Chlorine by SM4500-Cl-G

SM4500-Cl-G

Non-Conformances:
Work Order:

None

Sample:

None

Analysis:

None
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Premier Laboratory, Inc
Analytical Data Report

Report No:  E307R52
Date Received:  07/31/2013

Customer:  Narragansett Indians
Project:  0502003 Four Winds Community Center

Parameter Result DLUnits Completed By DLLimit(s)

Matrix:  AqueousDate Collected:  07/31/2013 12:10
(1)  Kitchen Triple Sink - DS001

Color by SM2120B 0 Color Units 07/31/2013 ELW16:3015

Turbidity by SM2130B 0.27 0.10NTU 07/31/2013 ELW16:35

Coliforms, Total by EPA 1604 (MI) 0 col/100ml 07/31/2013 AM19:150

E. coli by EPA 1604 (MI) 0 col/100ml 07/31/2013 AM19:15

Odor (TON) by SM2150B 1 T.O.N 07/31/2013 ELW16:343

pH by SM 4500-H+B 6.4 pH Units 07/31/2013 ELW16:336.5 to 8.5*

Total Residual Chlorine by SM4500-Cl-G ND 0.050mg/L 07/31/2013 MR12:10

* Note:

Sample Kitchen Triple Sink - DS001, pH by SM 4500-H+B result of 6.4 exceeds the Secondary (Rec) Contamination Limit of 6.5 to 8.5.
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Premier Laboratory, Inc
Analytical Data Report

Report No:  E307R52

Date Received:  07/31/2013 15:30

Customer:  Narragansett Indians
Project:  0502003 Four Winds Community Center

Parameter Result DL Units

Sample No:  2
Sample Description:  Entry Point  -  EP001

Date Collected:  07/31/2013 11:52 Matrix:  Aqueous
Percent Moisture:  N/A
Dilution Factor:  1
Lab Data File:  B05473.D
QC Batch#:  108429
 
 

CAS No.

Date Analyzed:  08/01/2013 12:59  By:  RSD
Analytical Method:  524.2

Benzene ND 0.50 ug/L71-43-2
Bromobenzene ND 0.50 ug/L108-86-1
Bromochloromethane ND 0.50 ug/L74-97-5
Bromodichloromethane ND 0.50 ug/L75-27-4
Bromoform ND 0.50 ug/L75-25-2
Bromomethane ND 0.50 ug/L74-83-9
n-Butylbenzene ND 0.50 ug/L104-51-8
sec-Butylbenzene ND 0.50 ug/L135-98-8
tert-Butylbenzene ND 0.50 ug/L98-06-6
Carbon tetrachloride ND 0.50 ug/L56-23-5
Chlorobenzene ND 0.50 ug/L108-90-7
Chloroethane ND 0.50 ug/L75-00-3
Chloroform ND 0.50 ug/L67-66-3
Chloromethane ND 0.50 ug/L74-87-3
2-Chlorotoluene ND 0.50 ug/L95-49-8
4-Chlorotoluene ND 0.50 ug/L106-43-4
1,2-Dibromo-3-chloropropane (DBCP) ND 0.50 ug/L96-12-8
Dibromochloromethane ND 0.50 ug/L124-48-1
1,2-Dibromoethane (EDB) ND 0.50 ug/L106-93-4
Dibromomethane ND 0.50 ug/L74-95-3
1,2-Dichlorobenzene ND 0.50 ug/L95-50-1
1,3-Dichlorobenzene ND 0.50 ug/L541-73-1
1,4-Dichlorobenzene ND 0.50 ug/L106-46-7
Dichlorodifluoromethane ND 0.50 ug/L75-71-8
1,1-Dichloroethane ND 0.50 ug/L75-34-3
1,2-Dichloroethane ND 0.50 ug/L107-06-2
1,1-Dichloroethene ND 0.50 ug/L75-35-4
cis-1,2-Dichloroethene ND 0.50 ug/L156-59-2
trans-1,2-Dichloroethene ND 0.50 ug/L156-60-5
1,2-Dichloropropane ND 0.50 ug/L78-87-5
1,3-Dichloropropane ND 0.50 ug/L142-28-9
2,2-Dichloropropane ND 0.50 ug/L594-20-7
1,1-Dichloropropene ND 0.50 ug/L563-58-6
cis-1,3-Dichloropropene ND 0.50 ug/L10061-01-5
trans-1,3-Dichloropropene ND 0.50 ug/L10061-02-6
Ethylbenzene ND 0.50 ug/L100-41-4
Hexane ND 0.50 ug/L110-54-3
Hexachlorobutadiene ND 0.50 ug/L87-68-3
Isopropylbenzene ND 0.50 ug/L98-82-8
4-Isopropyltoluene ND 0.50 ug/L99-87-6
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Premier Laboratory, Inc
Analytical Data Report

Report No:  E307R52

Date Received:  07/31/2013 15:30

Customer:  Narragansett Indians
Project:  0502003 Four Winds Community Center

Parameter Result DL Units

Sample No:  2
Sample Description:  Entry Point  -  EP001

Date Collected:  07/31/2013 11:52 Matrix:  Aqueous
Percent Moisture:  N/A
Dilution Factor:  1
Lab Data File:  B05473.D
QC Batch#:  108429
 
 

CAS No.

Date Analyzed:  08/01/2013 12:59  By:  RSD
Analytical Method:  524.2

Methyl tert-butyl ether (MTBE) ND 0.50 ug/L1634-04-4
Methylene chloride ND 0.50 ug/L75-09-2
Naphthalene ND 0.50 ug/L91-20-3
n-Propylbenzene ND 0.50 ug/L103-65-1
Styrene ND 0.50 ug/L100-42-5
1,2,3-Trichloropropane ND 0.50 ug/L96-18-4
1,2,3-Trimethylbenzene ND 0.50 ug/L526-73-8
1,1,1,2-Tetrachloroethane ND 0.50 ug/L630-20-6
1,1,2,2-Tetrachloroethane ND 0.50 ug/L79-34-5
Tetrachloroethene (PCE) ND 0.50 ug/L127-18-4
Toluene ND 0.50 ug/L108-88-3
1,2,3-Trichlorobenzene ND 0.50 ug/L87-61-6
1,2,4-Trichlorobenzene ND 0.50 ug/L120-82-1
1,1,1-Trichloroethane ND 0.50 ug/L71-55-6
1,1,2-Trichloroethane ND 0.50 ug/L79-00-5
Trichloroethene (TCE) ND 0.50 ug/L79-01-6
Trichlorofluoromethane ND 0.50 ug/L75-69-4
1,2,4-Trimethylbenzene ND 0.50 ug/L95-63-6
1,3,5-Trimethylbenzene ND 0.50 ug/L108-67-8
Vinyl chloride ND 0.50 ug/L75-01-4
o-Xylene ND 0.50 ug/L95-47-6
m,p-Xylenes ND 0.50 ug/L108-38-3

Sample QC

Surrogate Recovery QC Limits

104% 70%-130%1,2-Dichlorobenzene-d4
104% 70%-130%Bromofluorobenzene
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